Personally controlled air movement can maintain or enhance thermal comfort in warm environments and reduce energy consumption. Unlike controlling a personal fan, using a system of fans for multiple occupants is difficult as it is hard to find an appropriate fan speed setting that maximizes occupants' satisfaction. Since limited work has been carried out on this issue, in this paper, a novel cooperative control approach for a system of fans is proposed to provide optimized air movement for multiple occupants. This is the first time that a system of fans is controlled cooperatively in the research of built environment. The proposed approach predicts airflow in a cost-effective manner by calibrating the fans in the real environment. The operation of the fans is optimized by minimizing the worst-case deviation between the actual air speed and the desired air speed, which can be determined based on either the PMV -SET model or the occupants' feedback. This minimax-error problem is formulated as an equivalent linear programming problem which can be solved using standard methods. The proposed approach was tested in two different indoor scenarios respectively by 1) measuring air speed directly in a business conference room and 2) involving human subject surveys in a university classroom. In the first experiment, the measured air speeds after optimization are closer to the target values at all tested temperature levels (26 °C, 27.5 °C and 29 °C) indicating improved thermal comfort. In the second experiment, only 62% of the occupants (totally 34) are satisfied with slightly increased room temperature (around 26.5 °C) before optimization, while this number increased to 94% after optimization.
Introduction
Nowadays, a large percentage of global energy consumption is attributed to buildings. Studies have found that the building sector accounts for about 37% of total energy consumption in the EU, about 39% in the UK (Pérez-Lombard et al. 2008 ), about 41% in the US (DOE 2011) and about 51% of total electricity usage in Singapore (EMA 2015) . For end use, the heating, ventilation and air conditioning (HVAC) system has been found to contribute to the largest building energy consumption, namely, about 47% in the US (DOE 2011). In the tropics such as Singapore, 50% of building electricity usage is consumed by air conditioning (NEA 2010 Increasing cooling setpoint of the air conditioning system in a building allows energy savings (Sekhar 1995 Shahzad et al. 2017) . Air movement at elevated air speed generated by electric fans can be used to compensate the impact brought by the increased temperature on thermal comfort. Many studies have shown that great demand for air movement is required indoors (Cândido et al. 2011 , Huang et al. 2013 and personally controlled air movement can maintain human thermal comfort in warm environments (Zhai et al. 2013 , Yang et al. 2015 . Thermal comfort standards such as ASHRAE 55 (ANSI/ASHRAE 2013) also support the use of increased air movement in the design of buildings. However, fans are still not commonly used in commercial buildings, even though the potential for thermal comfort improvement and energy conservation has been verified.
Our previous studies have found that joint utilization of electric fan and air conditioning system would significantly reduce building energy consumption because of increased cooling setpoints.
A simulation study of a benchmark office building in Singapore (Duarte et al. 2016) shows that a 3 °C increase in zone temperatures from baseline 23 °C would correspond to about 17% savings in the air conditioning mechanical ventilation (ACMV) system. In the meanwhile, the overall energy consumption increases only 0.7% when fans are used for maintaining thermal comfort. In addition to focusing on the outright energy savings, we also demonstrate in (Xu et al. 2017 ) that coordinating air conditioning system and fans can enhance the demand response (DR) capability and thermal storage capacity in buildings.
The methods for controlling a personal fan to deliver thermal comfort have been developed in (Cheng 1993 , Gluszek & Gluszek 1995 ). However, limited work has been carried out for the optimal operation of a plurality of fans. Unlike controlling a personal fan, using a system of fans for multiple occupants is difficult as it is usually hard to find an appropriate fan speed setting that maximizes users' satisfaction. There are several reasons for this. Firstly, fans commonly generate a strongly non-uniform air speed distribution. The assumption of a homogeneous air speed distribution generated by fans is incorrect. Secondly, thermal environment is spatially non-uniform and temporally unsteady. People sitting at different positions may be exposed to different environmental conditions. Thirdly, people have different thermal preferences. This individual difference among occupants should be considered in the operation of fans. Fourth, the configuration of the fans (e.g., number of fans and their placements) and their operation are not optimized. Occupants may experience too weak or too strong airflow. Fifth, occupancy distribution changes from time to time. If the fan speed setting is not updated according to occupancy changes, wasted energy and suboptimal thermal comfort may happen. As a consequence, there will always be different opinions among the users regarding the fan speed setting. When someone adjusts the fans to suit him/herself, it is highly possible that other people may feel uncomfortable. This problem can be solved if fans are cooperatively controlled by taking into account the preferences of the occupants and variation of environmental conditions.
In this paper, a cooperative control approach is proposed for a system of fans to provide optimized air movement for multiple occupants thereby improving thermal comfort and saving energy. To the best of authors' knowledge, this is the first time that a system of fans is controlled cooperatively to maximize users' satisfaction. Conventionally, airflow is usually predicted based The whole process of the proposed approach is shown in Figure 1 . The input to the system can be either the sensed environmental parameters (e.g., dry-bulb air temperature, ts) or the collected occupants feedback, Fo, depending on the chosen method of desired air speed determination. The output is the optimized air speeds, Vopt, generated by the electric fans to which the optimal fan speed setting, Popt, are applied. The four steps in Figure 1 are explained as follows: Step 1: Calibration. The calibration process is to determine the gain of the air speed to the fan speed setting, K, at target positions or zones. These positions or zones are located where the occupants are expected to be.
Step 2: Determination of desired air speed. The desired air speed, Vd, can be determined based on either the PMV -SET thermal comfort model by estimating the PMV input parameters or the real-time feedback from the occupants which indicates their preference of air movement.
Step 3: Optimization. The proposed approach considers the deviations of the actual air speed from the desired air speed for all the occupants, and then cooperatively controls the system of fans to obtain the optimized fan speed setting Popt by minimizing the worst-case deviation through linear programming.
Step 4: Output. The optimized fan speed setting Popt from Step 3 are then applied to the electric fans to provide optimized air speed Vopt at target positions or zones.
Experiments have been conducted to prove the concept and feasibility of the proposed approach.
In the experiments, three-phase brushless direct current (DC) fans (Model FSAW98RI-A, Airmate, China) were employed. Each fan consumes only 3.8 W to 32.5 W depending on the fan speed setting applied ( 
Optimization of Fans Operation

Problem Formulation
In practice, personal control over the fans may not be available since the number of fans can be smaller than that of people. As a consequence, not everyone can have her/his desired airflow. Therefore, we need to select a fan speed setting that is optimal with respect to some criteria. As thermal dissatisfaction grows non-linearly when a deviation from the comfort condition increases (Fanger 1970) , the minimax-error criterion that aims at limiting the maximum error within an acceptable range is employed. For example, if the initial deviations from the desired air speed for three occupants are 0.1 m/s, 0.2 m/s and 0.3 m/s, then the worst case is 0.3 m/s and the goal is to reduce the worst case as much as possible. The problem of optimizing fans operation is therefore formulated as to find the optimal fan speed setting Popt that minimizes the maximum absolute error between the actual air speed V(P) and the desired air speed , i.e.
Minimize || ( ) − || ∞
where P is the speed setting applied to the fans and Vd can be obtained based on the PMV -SET model or the feedback from occupants. The relationship between V(P) and P is assumed to be linear or approximately linear. This assumption is verified experimentally for the selected DC fan and the results are given in Supplementary Information (Figure A.1 and Before discussing the general case, we first give the mathematics for a simple example of one fan with speed setting p and two occupants with desired air speeds vd1 and vd2. Let the actual air speeds at the two positions due to the fan be given by
where k1 and k2 are gains of v1 and v2 with respect to p, respectively. Let the absolute errors between the actual air speed and the desired air speed be less than or equal to the maximum error, , which we want to minimize, the following inequalities can be obtained
Removing the modulus sign in inequalities (4) and (5) gives
Substituting Eqs. (2) and (3) into inequalities (6) to (9) and rearranging give
The optimal speed setting popt that minimizes the maximum error can then be obtained by solving the following linear programming problem (Norman 1991 ):
subject to constraint (10)
B. General case
For the general case where n fans and m positions are considered, the actual air speed, V(P), generated by fans with speed setting P are given by
where K is an m × n gain matrix, P is an n × 1 vector and V is an m × 1 vector. The system represented in Eq. (12) is overdetermined if m > n (more occupants than fans) and no value of P will exactly satisfy it. Therefore, it is of interest to find an approximate solution to the system, i.e., the minimax-error solution.
Substituting Eq. (12) into (1) and adding operational constraints, the minimax-error problem can be written as Minimize || • − || ∞ (13) subject to Pmin < P < Pmax where Pmin and Pmax are the minimum and maximum speed settings that can be applied to the fans. The minimax-error solution Popt to the problem given in (13) can be obtained by solving an equivalent linear programming problem given as
subject to �
where In is an n × n identity matrix, 0n is an n × 1 vector with all entries equal to zero, 1m is an m × 1 vector with all entries equal to one, is a scalar, and where for vectors a and b, a ≤ b indicates every entry of a is no more than the corresponding entry of b. This linear programming problem can be expressed as to find a minimum * that satisfies || • − || ∞ = * , which is equivalent to the minimax-error problem stated in (13) . It should be mentioned that a linear programming problem is always feasible as long as the constraint set is not empty. Sometimes there may even be multiple optimal solutions that give the same value of *. In this case, we can select the one associated with the lowest power consumption.
Numerical optimization
In the case that the relationship between V(P) and P is nonlinear, a numerical optimization scheme can be used. Let � be the initial fan speed setting, the first-order approximation for V(P) around � is given by
where ∆ = − � .
The gain matrix K can be determined by measuring � � (1) � through � � ( ) �, where each � ( ) is � slightly perturbed by ∆pj as follows
and K can be obtained by
where
is the j th column of K and j = 1, 2, …, n.
Substituting Eq. (15) into (1) 
where ∆ = − � � � is the desired air speed change. The optimal fan speed setting adjustment ∆Popt can be obtained by solving the following equivalent linear programming problem:
and the optimal fan speed setting can be obtained as = � + ∆ . It should be mentioned that if the relationship between V(P) and P is linear, then the optimal fan speed setting obtained from the problem in the incremental form of (19) is equivalent to the solution of the problem in the standard form of (14) . The most important notations used for problem formulation are summarized in Table 1 . 
Test scenarios
The feasibility of the proposed approach was tested in two indoor-environment scenarios in a tropical climate respectively by 1) measuring air speed directly in a business conference room and 2) involving human subject surveys in a university classroom. In these two experiments, the desired air speed was determined based on the PMV -SET model and the feedback from the occupants, respectively. In Experiment 1, the proposed approach was tested to improve the sensation of thermal comfort at target positions by providing the desired air speed determined through the PMV -SET model. The experiment was conducted in a typical conference room equipped with four DC fans. The conference room has a volume of 6.4 m × 5.0 m × 2.7 m ≈ 86.4 m 3 and is designed for reception of at most 12 occupants as shown in Figure 2 . The calibration process was conducted at all 12 positions by using Eq. (17) . The air speed is measured at the height of 1.1 m, which is equal to the head region of a seated person. The head region is one of the dominant body parts affecting overall comfort (Zhang et al. 2010a , Zhang et al. 2010b , Zhang et al. 2010c ). The other body parts may be covered by typical office attire in the tropics (e.g., in Singapore, typical office attire includes short sleeve button or polo shirt, long trousers, socks, business shoes) and may not experience the airflow, thus being less sensitive to thermal variation. The gain matrix, K, in the test environment, was then obtained as: 
where K is a 12 × 4 matrix referring to 4 fans for 12 occupants. If the occupancy information is available to the system, the gain for each position will only be used when the position is occupied. To show the feasibility of the proposed approach, the 8 out of the 12 positions (red seats in Figure 2B ) are assumed to be occupied in the experiment.
Three temperature levels, 26 °C, 27.5 °C and 29 °C (79 °F, 82 °F and 84 °F), were considered and the corresponding desired air speeds determined based on the PMV -SET model are given in Table 2 , where relative humidity, RH, was assumed to be 50% and metabolic rate, M, was set to be 1.2 met. The details on the selection of these parameters can be found in ). Due to the limited coverage area by a single fan if it is set to provide unidirectional airflow and also to test our model in a more challenging condition, the fans were therefore set to be in oscillation mode during the experiment. The speed setting of each fan was initially set to 2. The optimal fan speed setting for the three temperature levels is calculated by solving the linear programming problem in (19) and the obtained results are given in Table 3 . After applying the optimal results to the fans, we measured the air speed at each target position and calculated the corresponding PMV value to evaluate the thermal comfort improvement compared to the initial cases without optimization. At a sampling interval of 2 seconds, each group of measurements took 90 samples at height of 1.1 m. 
Experiment 2: classroom with human subjects
In Experiment 2, the proposed approach was tested using human subjects. We used occupants' feedback (increasing/decreasing air speed) to determine the desired air speed. The experiment was conducted in April (the typical hot season in Singapore) in an 80-seat classroom (10.5 m × 9.5 m × 2.5 m) as shown in Figure 3A and 3B. Four HOBO data loggers for measuring air temperature and relative humidity were attached to the back of the chairs with a styofoam cushion placed in the middle. The locations of the loggers are shown as blue circles in Figure 3A . Ten DC fans were placed on both sides of the room at the height of 2 m and their speed settings can be wirelessly adjusted. A control system that can collect users' feedback through short message service was implemented. It should be mentioned that the feedback collection can also be implemented in other ways such as a smartphone app or a website.
A valid feedback message should contain the seat number and a '+'/'-' symbol to indicate the occupant's preference of increasing/decreasing air speed. The optimization algorithm running in the system then quantifies the occupants' desire to have more or less air movement by counting how many '+'/'-' symbols that each individual sends in one optimization cycle (2 min). The numbers from the count are then multiplied by a coefficient, α, to determine the desired air speed change ∆Vd in Table 1 . To prevent sudden changes, α is set to 0.05 and a limit of three is imposed on each of these numbers so that the change of at most 0.05 × 3 = 0.15 m/s in air speed can be experienced by an occupant within one optimization cycle. This optimization process is repeated every 2 min and the fan speed setting is adjusted accordingly. The pseudocode of the optimization algorithm is given in 
Forty undergraduate students (27 males, 13 females) participated in the experiment and randomly seated in the room ( Figure 3B ). The occupancy distribution is shown in Figure 3A . No restrictions were imposed on their clothing but most of them came with typical summer dresses (about 0.5 clo). Before the formal experiment, all the students have already attended a training session to become familiar with the experimental room, the experimental procedure, short message service-based fan control and survey questionnaires. To avoid bias in the results, all the measurements of environmental variables were not made known to the students.
The experimental procedure is shown in Figure 3C . The lecture started at 14:00 in the afternoon and for the first 40-minute session, no optimization was performed and the speed setting of each fan was initially set as 2 to avoid any discomfort. From 14:40 to 14:50, there was a break. During the second 40-minute session from 14:50 to 15:30, the students could send their feedback towards preferred air movement whenever they wanted to. The operation of the fan system was then optimized based on the feedback using the algorithm in Table 4 and the obtained optimal fan speed setting is recorded in Supplementary Information (Figure A.2) . The gain matrix K used in Table 4 was obtained by pre-calibration and given in Supplementary Information (Table A. control strategy depends on the arbitrarily selected initial speed settings. Nevertheless, thermal comfort can only be improved because the control strategy is based on occupant feedback.
The students were required to complete a survey questionnaire (Figure A.3 in Supplementary Information) at the end of each session, i.e., at 14:40 and 15:30 respectively. In the questionnaire, they recorded their conditions in a continuous scale (from -3 to 3) regarding 1) thermal acceptability, 2) thermal sensation, and 3) acceptance of air movement; and the results are given in Section 3.2. The air temperature and relative humidity were continuously measured at oneminute sampling interval during the experiment as shown in Figure 4 . The details of the measurements are summarized in Supplementary Information (Table A. 3). 
Statistical methods
For statistical analysis of the air speed measurements in Experiment 1 and the survey results in Experiment 2, Shapiro-Wilk test was used to test the normality of the data distribution. Pairedsample t-test was used for normally distributed data. Wilcoxon signed rank test was used for non-normally distributed data. Statistical significance was obtained when p < 0.05. Cohen's d (Ferguson 2009 ) was also employed as effect size index.
The data distributions are reported using box-and-whisker plots. The band inside the box, the bottom and top of the box are the median, 25 th and 75 th percentiles, respectively. The end of the whisker is the lowest/highest datum within 1.5 times the interquartile range (IQR) from the lower/upper quartile. Measurements beyond the end of a whisker are plotted as dots.
Results and analysis
Experiment 1: air speed measurement
The air speed measurements before and after optimization for the three temperature levels (operative temperature to = 26 °C, 27.5 °C and 29 °C) are shown in Figure 5 approach is capable of increasing air movement towards target values thereby improving thermal comfort at higher temperatures. The improvement in air speed is statistically significant (p < 0.001). Since the air speed measurements do not exhibit a normal distribution, the data information in Figure 5 can be further interpreted to the plots of air speed medians in Figure 6A for easy observation. Each plot contains the medians of air speed measured at all the 8 test positions, corresponding to a column of Table A .4 in Supplementary Information. It can be seen in Figure  6A that the variance of optimized air-speed medians (right graph in blue color) becomes bigger due to the oscillated operation of fans. Nevertheless, the air speeds at test positions are closer to the desired values after being optimized. The actual PMV values corresponding to the air speed medians for the initial and optimized cases in Figure 6A can be calculated for thermal comfort assessment based on the PMV -SET model with the parameters in To achieve this, the PMV deviations are then obtained by subtracting the target PMV values from the actual PMV values and shown in Figure 6B . For the initial cases (left graph in black color in Figure 6B ), the deviations are far from zero which means the sensation of thermal comfort is quite away from our objective. On the contrary, the proposed approach is able to improve the thermal environment by keeping PMV deviations around zero for all the temperature levels considered (right graph in blue color in Figure 6B ).
Experiment 2: human subject surveys
During the experiment, we received 34 valid responses from all the 40 subjects regarding thermal sensation, thermal acceptability and acceptance of air movement. Notice that Survey 1 refers to the case without the optimization of fans operation while Survey 2 refers to the case with the optimization as illustrated in Figure 3C .
Thermal sensation using the ASHRAE 7-point scale votes (from -3 = cold to +3 = hot) for the two tested conditions are shown in Figure 7A . Thermal sensation is barely normally distributed (W = 0.96, p = 0.05). In Survey 1, the median value without optimization of fans operation is 0.73 (1 st quartile = 0, 3 rd quartile = 1.63) and most occupants recorded their thermal sensation in the range from neutral to warm. After fans operation was kept being optimized for 40 minutes, the median value in Survey 2 decreased to -0.04 (1 st quartile = -0.62, 3 rd quartile = 0.13) and most occupants reported that their thermal sensation was in the range from neutral to slightly cool, which is the preferred sensation in hot and humid climates like Singapore (Gong et al. 2006 ). The difference is significant (p < 0.001) since the operation of the fans was optimized and the occupants could request higher air speed in Session 2. 3 rd quartile = 2.00). The improvement in thermal acceptability is statistically significant (p < 0.001), and the effect size shows a moderate difference between the two groups (d = 1.24). If we look at the data in a dichotomous way (acceptable and unacceptable) as shown in Figure 7C , the percentage of students who express satisfaction with the thermal environment are 62% and 94% in Survey 1 and 2, respectively. In accordance with standards ASHRAE 55 (ANSI/ASHRAE 2013) and ISO 7730 (ISO 2005), 80% or more of the occupants should express satisfaction with the environment. It is obvious that the thermal environment does not meet the requirements when fans operation is not optimized according to occupants' feedback (Survey 1).
Acceptance of air movement votes (from -3 = clearly unacceptable to +3 = clearly acceptable) for the two tested conditions are shown in Figure 8A . Acceptance of air movement is normally distributed (W = 0.97, p = 0.18). The median acceptance of air movement is 0.27 (1 st quartile = -0.55, 3
rd quartile = 0.64) before optimization and 1.09 (1 st quartile = 0.45, 3 rd quartile = 2.00) after optimization (p < 0.001, d = 1.15). The percentages of students who express satisfaction with the air movement are 68% and 94% in Survey 1 and 2, respectively, as shown in Figure 8B . For each occupant, the score of Survey 1 is subtracted from Survey 2 and 80% of the occupants increased their vote regarding acceptance of air movement as well as thermal acceptability. 
Discussion
Pre-Calibration process
The proposed approach predicts airflow through a pre-calibration process by establishing a linear (or approximately linear) relationship between air speed and fan speed setting in real environments. This is a significant advantage since the airflow field generated by fans depends on many parameters (e.g., furniture layout) and now can be predicted in a cost-effective manner by using the proposed method. The pre-calibration process is also useful for determining the number of fans and their placements in the design phase. During the calibration process, the air speeds at a plurality of target positions are measured. If the measured air speeds at certain https://doi:10.1080/23744731.2018.1452508
www.escholarship.org/uc/item/0m91d1t2 positions are too small or too large and violate the requirement of thermal comfort, the number of fans and their relative positions will be adjusted accordingly to eliminate unsatisfactory results.
Benefits of utilizing occupancy information
The operation of a system of fans is optimized to generate the most desirable airflow for the thermal comfort of multiple occupants. This is achieved by minimizing the worst-case deviation between the actual air speed and the desired air speed. The optimization can be conducted with or without knowing the occupancy information. If occupancy information is available, only the occupied positions will be considered and the proposed method will adapt to occupancy variation by re-optimizing the fans operation. Otherwise, all the calibrated target positions will be considered. A detailed discussion of indoor positioning systems goes beyond the scope of this paper and interested readers are referred to (Liu et al. 2014 ).
Limitations and future works
The fans used in the experiments are standing DC fans, other types of fans such as ceiling fans were not tested. The experiment involving human subjects is limited by the sample size and the specific test scenario. In the future, the proposed approach can be applied to a system of ceiling fans which are more common in practice. The challenge of using ceiling fans is the interaction between airflow generated by different fans. Unlike pedestal fans, ceiling fans cannot turn and change the direction of airflow. Therefore, the placement of ceiling fans (e.g., fan-to-fan distance) is a critical factor that affects the performance of the proposed approach. Investigation of this issue is ongoing.
In the experiment, a centralized control strategy is employed for the fan system and the failure of the central controller may cause a crash of the whole system. In practice, distributed optimization techniques (Ye & Hu 2016 ) can be applied to address this issue. Apart from occupants' feedback and PMV-SET model, the desired air speed can also be controlled by novel personal comfort models (Kim et al. 2018 ), including the one based on physiological signals like skin temperature (Choi et al. 2012 , Ghahramani et al. 2017 , Cheng et al. 2017 ). In addition, it would be interesting to coordinate the system of fans with the air conditioning and mechanical ventilation (ACMV) system for energy conservation and thermal comfort.
Conclusion
In this paper, a novel cooperative control approach for a system of fans is proposed to improve thermal comfort and save energy. The airflow is predicted in a cost-effective manner by using a linear relationship between air speed and fan speed setting obtained from a pre-calibration process. The fans operation is then optimized to minimize the worst-case deviation from the desired air speed, which can be determined based on either the PMV -SET model or the occupants' feedback regarding their preferences of air movement.
The proposed method was tested in two indoor environment experiments. In Experiment 1, the measured air speeds after optimization are closer to the target values indicating improved thermal comfort. In Experiment 2, occupant thermal satisfaction and air movement acceptability increased from 62% to 94% and from 68% to 92%, respectively, after optimization was performed.
These results show that the proposed method is able to control a system of electric fans effectively to improve thermal comfort with higher cooling setpoints for energy savings. It can be applied in air-conditioned spaces such as offices, theaters or classrooms to assist air conditioning system with a higher cooling setpoint or non-air-conditioned spaces such as hawker centers (open-air food centers) where the fans conventionally operate at a predetermined speed setting.
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Supplementary Information We verified that air speed could be a natural logarithm function of fan power in previous research (Yang et al. 2015 . Nevertheless, it is more convenient and easier to adjust the fan speed setting directly instead of fan power as this tuning function is available for most of the fans in the market. Therefore, we verified the relationship between air speed and fan speed setting which is assumed to be linear in Eq. (12) . As a comparison, a natural logarithm relationship was also tested.
During the measurement process, the axis of the fan blades and motor, and the sensor were placed at 1.1 m above the ground, referring to the head height of a seated person. The measuring sensor was situated at one of eight positions with a certain distance away from the fan: from 0.5 m to 4.0 m in a distance grid of 0.5 m. At each position, the air speed generated by the fan was measured accordingly when the speed setting of the fan was increased from 1 to 32 with a step of 1. For each speed setting, 90 samples of air speed were taken and the average value was used to fit a curve at this distance by means of the least-squares algorithm. The fan speed setting, fan power and their corresponding air speed at each distance are given in Table A. 1. Figure A. 1B that the logarithm model fails to represent the measured air speed well enough at nearer distances, e.g., at the distance of 0.5 m. The two models can then be compared by calculating the mean absolute error ema and the root means square error erms between the measured air speed and the fitted curve, which are summarized in Table A .2. At nearer positions up to 2 m, the straight lines fit the measured data better than the logarithmic curves. Especially, at the distance of 0.5 m, the errors ema and erms can be as high as 0.21 m/s and 0.26 m/s respectively for the natural logarithm model, which is unacceptable. Even though at farther distances beyond 2.5 m, the errors of the straight lines are slightly bigger than those of the logarithm curves, they are still limited within 0.1 m/s which is good enough for the application. In a summary, the assumed linear relationship between air speed and fan speed setting is valid. 
